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EXECUTIVE SUMMARY
WATER UTILITY OF GREATER TONOPAH, INC.

FOR AN EXTENSION OF CERTIFICATE OF CONVENIENCE AND NECESSITY
DOCKET NO. W-02450A-06-0253

On April 14, 2006, the Water Utility of Greater Tonopah, Inc. ("WUGT" or "Company")
filed an application with the Arizona Corporation Commission ("ACC" or "Commission") for
the extension of its Certificate of Convenience and Necessity ("CC&N") to a 8% section area
which is part of a development known as Balterra.

WUGT operates eight individual water systems of varying sizes. Staff analyzed data
regarding the systems in the 2006 Annual Report along with updated information provided by
WUGT and concluded that  the Dixie System, which serves 33 customers,  has inadequate
production and storage. Arsenic levels in the WUGT's systems, except the Dixie and the Garden
City systems, exceed the new arsenic standard of 10 parts per billion. However, all the systems
are in compliance with Maricopa County Environmental Services Department ("MCESD"),
Arizona Department of Environmental Quality ("ADEQ") and Arizona Department of Water
Resources ("ADWR").

WUGT proposes to install a new water system which would include two wells, a water
treatment plant, a reservoir system, booster pump stations and a distribution system to serve the
projected 1,209 customers in the extension area along with the rest of the Balterra development.
The Company's estimate of the total cost of plant to serve the extension area during the first live
years of operation is $4,62l,867. Staff concludes that  the costs of the plant  to serve the
extension area estimated by the Company are reasonable.

GT should resolve the storage and production deficiencies in the Dixie System before
entering any new Main Extension Agreements or CC&N extensions involving the Dixie
System.

2. GT should file by December 31, 2007, evidence in Docket Control that the arsenic
removal plans for the systems have been approved by MCESD.

3. GT should file by March 31, 2008, with Docket Control, documents showing that its
systems are in compliance with the new arsenic standard.

4. GT should file within two years  of the decis ion in this  docket ,  a  copy of the
Certificates of Approval of Construction for its water source, treatment plant, storage
tanks and water distribution system for the proposed water system issued by MCESD or
ADEQ.

5. GT should file within eighteen months of the effective date of the final decision in
this docket with Docket Control a copy of the APP issued by ADEQ for the proposed
water treatment plant.

1 .
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6. WUGT should file  with Docke t Control, a s  a  complia nce  ite m in this  docke t, by July 31,
2009, a  copy of ADWR's  De s igna tion of As s ure d Wa te r S upply s ta ting tha t the re  is
adequa te  wa te r for the  a rea  be ing reques ted and/or a  copy- of the  Certifica te  of Assured
Water Supply for the  requested area .

7. GT should file  with Docke t Control, a s  a  complia nce  ite m in this  docke t, within one
ye a r of the  de cis ion, a  copy of the  fra nchise  a gre e me nt with the  city or county in which
the extension area  is  located.

GT s hould file  a  Cros s  Conne ction/Ba ckflow Ta riff with the  Commis s ion's  Docke t
Control within 45 days  of the  e ffective  da te  of the  fina l decis ion in this  ma tte r for S ta ff' s
re vie w a nd ce rtifica tion.

8.

9. The  decis ion approving this  extens ion should be  deemed null and void a fte r due  process
i f GT does not comply with the  above  requirements  in the  time  ordered.
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Wa te r Utility of Gre a te r Tonopa h, Inc.
Docke t No.  W-02450A-06-0253
P a ge  1

In tro d u c tio n

On April 14, 2006, the  Wa te r Utility of Gre a te r Tonopa h, Inc. ("WUGT" or "Compa ny")
file d a n a pplica tion with the  Arizona  Corpora tion Commis s ion ("ACC" or "Commis s ion") for
the  e xte ns ion of its  Ce rtifica te  of Conve nie nce  a nd Ne ce s s ity ("CC&N") to a  % s e ction a re a
which is  pa rt of a  deve lopment known as  Ba lte rra . The  Company is  loca ted west of Phoenix and
serves  va rious  loca tions  be tween 3315* Avenue  and 555"' Avenue  and be tween Elliot Road a rid
Gle nda le  Ave nue . A ma p a nd le ga l de scription of the  e xte ns ion a re a  is  a tta che d a s  Exhibit 1.
According to the  2006 annual report to the  Commission, the  Company serves 332 customers.

The  extens ion a rea  is  loca ted in the  vicinity of 395'*' Avenue  and Camelback in Maricopa
County. The  la rge s t portion of the  Ba lte rra  de ve lopme nt is  within WUGT's  curre nt s e rvice
te rritory. The  extens ion a rea  is  contiguous  to the  re s t of the  Ba lte rra  deve lopment. At build-out,
the  Ba lte rra  deve lopment is  expected to encompass  approxima te ly 6,100 re s identia l units . The
de ve lopme nt will re ce ive  wa s te wa te r s e rvice  from Ba lte rra  S e we r Corpora tion , a  u tility
independent from WUGT, which rece ived its  CC&N in Decis ion No. 68742, da ted June  5, 2006.

WUGT ope ra te s  unde r ra te s  and cha rges  e ffective  Janua ry 1, 2002. The  Company was
forme d by the  combina tion of se ve ra l othe r wa te r compa nie s  ove r ma ny ye a rs  which a ccounts
for its  e ight dis tinct wa te r sys te ms . During 2006, the  Compa ny wa s  a cquire d by Globa l Wa te r
Re s ource s , L.L.C. ("Globa l"). Globa l ha s  s e ve ra l ye a rs  of e xpe rie nce  owning a nd ope ra ting
Arizona water and wastewater companies and employs certified opera tors  to opera te  them.

The  Compa ny is  a  corpora tion in good s ta nding with the  Corpora tions  Divis ion of the
Commission and has  no outs tanding compliance  issues  in the  records  of the  Compliance  Section
of the  Utilitie s  Divis ion.

Existing Water Systems

WUGT opera tes  e ight individua l wa te r sys tems. The  smalle s t sys tem, WPE #1, se rves  2
cus tome rs  while  the  la rge s t sys te m, the  Sunshine  Sys te m se rve s  137 cus tome rs . Atta che d a s
Exhibit 2 is  S ta ff' s  Engineering Report which further describes  the  current and proposed systems
and the  e s tima ted cos ts  of the  extens ion. S ta ff ana lyzed da ta  from the  2006 Annua l Report and
upda ted informa tion provided by WUGT and concluded tha t the  Dixie  Sys tem, which se rves  33
customers, has inadequate production and storage.

S ta ff recommends tha t WUGT take  action to correct the  production and s torage  problem.
Such action could include  the  ins ta lla tion of a  we ll, a  s torage  tank, a  combina tion of the  two, or
inte rconnection with anothe r sys tem. S ta ff recommends  tha t the  Commiss ion require  WUGT to
re solve  the  s tora ge  a nd production de ficie ncie s  in the  Dixie  S ys te m be fore  a llowing a ny ne w
Main Extens ion Agreements  or CC&N extens ions  involving the  Dixie  Sys tem.
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Propos ed Water Sys tem

WUGT propose s  to ins ta ll a  ne w wa te r sys te m which would include  two we lls , a  wa te r
trea tment plant, a  rese rvoir sys tem, booste r pump s ta tions  and a  dis tribution sys tem to se rve  the
projected 1,209 customers  in the  extension a rea  a long with the  res t of the  Ba lte rra  deve lopment.
WUGT expects  tha t during the  initia l phase  of the  wa te r sys tem construction one  we ll and a  one
million ga llon s tora ge  ta nk will be  ins ta lle d.

The  Company's  e s tima te  of the  tota l cos t of plant to se rve  the  extens ion a rea  during the
firs t five  yea rs  of ope ra tion is  $4,62l,867. S ta ff concludes  tha t the  cos ts  of the  plant to se rve  the
extension area estimated by the Company are reasonable.

Maricopa County Environmental Services Department

The  Ma ricopa  County Environme nta l S e rvice s  De pa rtme nt ("MCES D") ha s  de te rmine d
tha t a ll WUGT's  re gula te d sys te ms  a re  de live ring wa te r tha t me e ts  the  wa te r qua lity s ta nda rds
se t forth in the  Arizona  Adminis tra tive  Code , Title  18, Cha pte r 4. Two of the  sys te ms  a re  not
regula ted by MCESD due  to the ir sma ll s ize .

Arse nic le ve ls  in the  WUGT's  sys te ms , e xce pt the  Dixie  a nd the  Ga rde n City sys te ms ,
e xce e d the  ne w a rse nic s ta nda rd of 10 pa rts  pe r billion. The  complia nce  da te  for me e ting the
a rse nic s ta nda rd is  De ce mbe r 31, 2007. MCES D ha s  is sue d a n Approva l to Cons truct for the
a rsenic remova l plant for one  sys tem, the  WPE #6 sys tem. S ta ff recommends  the  WUGT file  by
De ce mbe r 31, 2007, e vide nce  in Docke t Control tha t the  a rse nic re mova l pla ns  for its  sys te ms
have  been approved by MCESD. S ta ff furthe r recommends  tha t the  Company file  by March 31,
2008, documents showing that its  systems are  in compliance  with the  new arsenic standard.

S ta ff a ls o  re comme nds  tha t WUGT file  with  Docke t Control S e ction a  copy of the
Certifica te s  of Approva l of Cons truction for its  wa te r source , trea tment plant, s torage  tanks  and
wa te r dis tribution s ys te m for the  propos e d wa te r s ys te m is s ue d by MCES D or the  Arizona
De pa rtme nt of Environme nta l Qua lity ("ADEQ") within two ye a rs  of the  e ffe ctive  da te  of the
fina l decis ion issued in this  docke t.

WUGT plans  to trea t the  wa te r us ing an Arsenic Activa ted Alumina  sys tem and granula r
fe rric hydroxide . The  ba ckwa s h wa te r from this  tre a tme nt pla nt will be  tre a te d by a  re ve rs e
osmos is  unit to re duce  the  wa s te  wa te r volume  be fore  disposa l. The  fina l wa s te  wa te r will be
dis pos e d of in a n on-s ite , line d, 0.6 a cre  e va pora tion pond. An Aquife r P rote ction P e rmit
("AP P ") will be  re quire d for this  wa s te  wa te r disposa l sys te m. S ta ff re comme nds  tha t WUGT
file  with Docke t Control a  copy of the  AP P  is sue d by ADEQ for the  propose d tre a tme nt pla nt
within e ighteen months  of the  e ffective  da te  of the  fina l decis ion in this  docke t.



\»

Wate r Utility of Grea te r Tonopah, Inc.
Docke t No. W-02450A-06-0253
Page 3

Arizona Department of Water Resources

WUGT is  loca te d in the  P hoe nix Active  Ma na ge me nt Are a  ("AMA"), a s  de s igna te d by
the  Arizona  De pa rtme nt of Wa te r Re s ource s  ("ADWR"). ADWR ha s  indica te d  tha t the
Compa ny is  in complia nce  with the  P hoe nix AMA re quire me nts . WUGT inte nds  to a pply to
ADWR for a  De s igna tion of As s ure d Wa te r S upply. S ta ff re comme nds  tha t WUGT file  with
Docke t Control, a s  a  compliance  item in this  docke t, a  copy of ADWR's  Des igna tion of Assured
Wate r Supply s ta ting tha t the re  is  adequa te  wa te r for the  a rea  be ing reques ted and/or a  copy of
the  Certifica te  of Assured Water Supply for the  requested area  by July 31, 2009.

Cros s  Connec tion/Backflow Tariff

WUGT's  ta riff doe s  not conta in provis ions  re ga rding cros s  conne ctions  or ba ckflow.
S ta ff re comme nds  tha t WUGT file  a  Cross  Conne ction/Ba ckflow Ta riff with the  Commiss ion's
Docke t Control within 45 da ys  of the  e ffe ctive  da te  of the  fina l de cis ion in this  ma tte r for S ta ffs
re vie w a nd ce rtifica tion. The  ta riff s hould ge ne ra lly confonn to the  s a mple  ta riff found on the
Cornnliss ion's  web s ite  a t www.azcc.gov.

Conclusions and Recommendations

Based upon the  experience  opera ting wa te r and wastewate r utilitie s  in Arizona  of WUGT
a nd its  a ffilia te s  a nd the ir complia nce  re cord with Arizona  re gula tory a ge ncie s , S ta ff be lie ve s
tha t WUGT is  a  fit a nd prope r e ntity to se rve  the  e xte ns ion a re a . Ba se d upon the  docume nte d
need for se rvice , S ta ff a lso be lieves  it is  in the  public inte re s t for WUGT to se rve  the  extens ion
area . S ta ff recommends approval of the  requested CC&N extension.

Staff a lso recommends tha t the  Company be  ordered to comple te  the  following:

GT should resolve  the  s torage  and production deficiencies  in the  Dixie  System before
a llowing a ny ne w Ma in Exte ns ion Agre e me nts  or C C &N e xte ns ions  involving the  Dixie
System.

2. GT should file  by December 31, 2007, evidence  in Docke t Control, a s  a  compliance
item in this  docket, tha t the  a rsenic removal plans  for the  systems have  been approved by
MCES D.

3. GT should file  by March 31, 2008, with Docke t Control, a s  a  compliance  item in this
docke t, docume nts  s howing tha t its  s ys te ms  a re  in complia nce  with the  ne w a rs e nic
standard.

4. WUGT s hould tile  with Docke t Control, a s  a  complia nce  ite m in this  docke t, within two
ye a rs  o f th e  d e c is io n  in  th is  d o cke t,  a  co p y o f th e  Ce rtific a te s  o f Ap p ro va l o f
Cons truction for its  wa te r source , tre a tme nt pla nt, s tora ge  ta nks  a nd wa te r dis tribution
system for the  proposed water system issued by MCESD or ADEQ.

1 .
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5. GT should file  within e ighte e n months  of the  e ffe ctive  da te  of the  fina l de cis ion in
this  docke t with Docke t Control, a s  a  compliance  item in this  docke t, a  copy of the  APP
issued by ADEQ for the  proposed trea tment plant.

6. WUGT should file  with Docke t Control, a s  a  complia nce  ite m in this  docke t, by July 31,
2009, a  copy of ADWR's  De s igna tion of As s ure d Wa te r S upply s ta ting tha t the re  is
adequate  water for the  area be ing reques ted and/or a  copy of the  Ce rtifica te  of Assured
Water Supply for the  requested area .

7. GT should file  with Docke t Control a s  a  complia nce  ite m in this  docke t, within one
ye a r of the  de cis ion, a  copy of the  fra nchise  a gre e me nt with the  city or county in which
the extension area  is  located.

S ta ff re comme nds  tha t GT file  a  Cro s s  Co n n e c tio n /Ba ckflo w Ta riff with  th e
Commiss ion's  Docke t Control, a s  a  compliance  item in this  docke t, within 45 days  of the
effective  da te  of the  fina l decis ion in this  matte r for S ta ff" s  review and ce rtifica tion.

8.

9. The  decis ion approving this  extens ion should be  deemed null and void a lte r due  process
i f GT does not comply with the  above  requirements  in the  time ordered.



EXHIBIT 1

MEMQBAEQQM

TO: Lida Jaress
Executive Consultant Ill
Utnlltles D\v15Io

FROM: Barb Wells
Inform inn Technology Speclalust
Utllltnes Duv1sIon

Tl'IRU : Del Smith M
Enqmeermq Supervisor
Utllutles D\vl5lon

DATE : May IO, 2008

RE : wma l|Tlllw 0F GIIEITEII rmloI=nII. fun. mucxn 110. W-ll2450l-06-0253]

The area requested by Tonopah for an extension hoe been plotted with no
comphcatlone uemd the legal deecrlptlon provided with the appllcatuon (a copy of which
us attached).

Also attached 15 a copy of the map for your files.

:bow

Attachment

cc: Docket Control
Mr. Wllllam Sullivan
Mr. John Mlhhk
Ms. Deb Person (Wand Carried)
FIIe
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WATER SERVICE AREA DESCRIPTION

BALTERRA

THE NORTHEAST QUARTER AND THB SOUTH HALF OF SECTION 19, TOWNSHIP 2
NORTH, RANGE 6 WEST,
GILA AND SALT RIVER BASE AND MERIDIAN, MARICOPA COUNTY, ARIZONA;

EXCEPT THAT PORTION OF THE SOUTHWEST QUARTER OF SAID SECTION 19
DESCRIBED AS FOLLOWS :

COMMENCING AT A BRASS CAP FOUND AT THE SOUTH QUARTER CORNER OF
SAID SECTION 19, FROM WHICH AN ARIZONA DEPARTMENT OF TRANSPORTATION
BRASS CAP AT THE SOIMIEAST CORNER OF sA1:D SECTION 19 BEARS SOUTH
89°28'08" EAST, A DISTANCE OF 2640.04 FEET; THENCE NORTH 89°28'43" WEST,
ALONG THE SOUTH LINE OF THE SOUTHWEST QUARTER OF SAID SECTION 19, A
DISTANCE OF 1482.82 FEET; THENCB NORTH 00°31'17" EAST, A DISTANCE OF 40.00
FEET TO A HALF INCH REBAR AT A POINT ON A LINE LYING 40.00 FEET NORTH OF
AND PARALLEL TO THE SOUTH LINE OF HIS SOUTHWEST QUARTER OF sAiD
SECTION 19 AND HB8TRUE POINT OF BEGINNING;

THZENCE CONTINUING NORTH 00°3I'l7" EAST, A DISTANCE OF 200.00 FEET TO A
HALF IN REBAR AT A POINT ON A LINE LYING 240.00 FEET NORTH OF AND
PARALLEL TO THE SOUTH LINE o1= THE SOUTHWEST QUARTER OF SAID SECTION
19;

THENCE SOUTH 89°28'43" EAST, ALONG SAID LINE LYING 240.00 FEET NORTH OF
AND PARALLEL TO THE SOUTH LINE OF me SOUTHWEST QUARTER OF sAn
SECTION 19, A DISTANCE OF 200.00 FEET TO A HALF IN REBAR;

HJBNCE SOUTH 00°3 l 'I7" WEST, A DISTANCE OF 200.00 FEET TO A HALF IN REBAR
AT A POINT ON SAID LINE LYING 40.00 FEET NORTH OF ANDPARALLEL' TO THE
SOUTH LINE OF THE SOUTHWEST QUARTER OF SAID SECTION 19;

THENCE NORTH 89°28'43" WEST, ALONG SAID LINE LYING 40.00 FEET NORTH OF
AND PARALLEL TO THE SOUTH LINE OF THE SOUTHWEST QUARTER OF SAID
SECTION 19, A DISTANCE OF 200.00 FEET TO A HALF IN REBAR AT THE POINT OF
BEGINNING;

i

4
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ALS O EXCEP T ANY PORTION OF THE SOUTHWEST QUARTER OF SAID SECTION 19
LYING wrrHIn  THAT CERTAIN TRACT OF LAND CONDEMNED FOR HIGHWAY
PURPOSES BY INSTRUMENT RECORDED UNDER DOCKET 7553, PAGE 749, RECORDS
OF MARICOPA COUNTY ARIZONA.

SITUATE IN THE COUNTY OF MARICOPA, STATE OF ARIZONA.

CONTAINS 475.815 ACRES MORE OR LESS.

BRYAN L
CAMPBELL

P:\J\JFPI00000002\06001`NFO\SV\605SV Legal Descriptions\BALTERRA WATER SERVICE.doc

I



System Name B&D/Buck
eye Ranch

Dixie
Garden

City/Big
Horn

Rose
View

Sunshine
WPE

#6

Tuft
WPE

#7
WPE #1

PWS ID # (07-
xxx)

618 030 037 082 071 733 6171 n/A1

# of wells 2 1 1 1 1 1 1 1

EXHIBIT 2

a

MEMORANDUM

DATE June 14, 2007

Linda Jaress
Executive Consultant III

FROM : Dorothy Ha ins , P .E. ' D
Utilitie s  Enginee r-Wate r/Wastewa te r

RE: Engineering Report For Water Utility of Greater Tonopah, Inc.
Application to extend its CC&N to provide water service
Docket Nos. W-02450A-06-0253

1. Introduction

The  Wa te r Utility of Gre a te r Tonopa h ("WUGT") ha s  s ubmitte d a  Ce rtifica te  of
Conve nie nce  a nd Ne ce s s ity ("CC&N") e xte ns ion a pplica tion to provide  wa te r
s e rvice s  ne a r the  Town of Tonopa h in  we s te rn  Ma ricopa  County. WUGT
curre ntly se rve s  a pproxima te ly a  62 squa re  mile  a re a . The  re que s te d e xte ns ion
a rea  is  approxima te ly % squa re  mile  in s izes  and northeas t of the  exis ting CC&N
area.

11. Water System Analysis

A. Existing Water Systems

WUGT ope ra te s  e igh t ind ividua l wa te r s ys te ms : (1 ) B&D/Bucke ye  Ra nch
S ys te m; (2) Dixie  S ys te m; (3) Ga rde n City/Big Horn S ys te m; (4) Ros e  Vie w
System, (5) Sunshine  System, (6) West Phoenix Esta tes  ("WPE"), #6 System, (7)
Tufte  & WPE #7 Sys te m a nd (8) WPE #1 Sys te m. S ta ff a na lyze d da ta  from the
2006 Annua l Re port a nd upda te d informa tion provide d by WUGT. S ta ffs
conclusion regarding the  adequacy of each system is  lis ted in the  following table .

TO:

1 The area  is  loca ted 'm the Balterra  Development ("Balterra").



Tota l well
productions

145 40 30 30 130 20 20 20

# of storage
tank

2 l 2 1 1 1 1 1

Total storage
capacity
(gallons)

155,000 10,000 35,000 5,000 100,000 6,000 5,700 5,000

# of exis ting
customers

93 33 19 17 137 23 6 2

Are  a ny FH'
in the system?

Yes No No No Yes No No n /A4

Does system
contain fire

5
flow '7

Yes No No No Yes No No No

Does the
system have

adequate
storage and
production
capacity?

Yes No Yes Yes Yes Yes Yes Yes

Is arsenic
exceeding 10
pg,/I standard

111 the
systems?

Yes No No Yes Yes Yes Yes Yes
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Note : l. The system is not regulated by either ADEQ or MCESD yet, because it is a semi-
public system.
2. Reported in gallons per minute ("GPM").
3. FH stands for fire hydrant.
4. Staff assumes that there is no fire hydrant in this system.
5. Staff used 500 GPM for one hour to calculate fire flow reservation.
6. Data came from 2006 WUGT's Annual Report and e-mail from WUGT.

Du e  to  ra p id  g ro w in  WUG T's  s e rvice  a re a ,  th e  Dixie  S ys te m's  e xis tin g
production a nd s tora ge  ca pa city is  ina de qua te  to  s e rve  the  e xis ting ba s e  of
customers. S ta ff re comme nds  tha t WUGT ta ke  a ction to corre ct the  production
a nd s tora ge  proble ms  in the  Dixie  S ys te m. S ta ff furthe r re comme nds  tha t the
Commis s ion  no t a pprove  a ny ne w Ma in  Exte ns ion  Agre e me n ts  o r CC&N
e xte ns ion involving the  Dixie  S ys te m until WUGT de mons tra te s to S ta ff tha t it
has corrected the  inadequate  storage and production problem.

2 GT can choose to take action either to install additional well or to install additional storage tank or to
install combination of additional well and additional storage tank in Dixie System. GT can also choose
to interconnect Dixie System with either Sunshine System or B&D/Buckeye System.



S ys tem
Na me

B&D/Buck
eye Ranch

Dixie
Garden
City/Big

Hom
Rose View S uns hine WPE #6

Tull
WP E

#7

WPE
#1

PWS ID#
(07-xxx)

618 030 037 082 071 733 617 n/A1

Szarus
P ublic
s ys tem

Public
system

Public
system

Public
system

Public
system

P ublic
s ys tem

S emj-
public

Semi-
public

Regula ted

by
MCES D?

yes yes yes yes yes yes no no
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B. Proposed Water System

In orde r to se rve  the  reques ted a rea , WUGT proposes  to ins ta ll a  sepa ra te , new
wa te r s ys te m tha t include s  two we lls , a n a rs e nic/fluoride  re mova l tre a tme nt
pla nts , a  re s e rvoir s ys te ms , boos te r pump s ta tion s ys te ms  a nd a  dis tribution
sys tem to se rve  the  prob ected 1,209 cus tomers  within next five  yea rs . However,
WUGT pla ns  to  u tilize  th is  propos e d s ys te m for s e rving the  e ntire  Ba lte rra
Developments area that includes the requested area and additional e ighteen square
mile s . The  propose d wa te r sys te m will be  loca te d on a  pa rce l of la nds  a t 407'*'
Ave . and Came lback Rd. According to WUGT, one  we ll and a  one  million ga llon
s tora ge  ta nk will be  ins ta lle d initia lly. S ta ff re comme nds  tha t WUGT s ubmit to
the  Commiss ion's  Docke t Control Se ction a  copy of the  Ce rtifica te s  of Approva l
of Construction ("AOC") for wa te r source /trea tment plant/s torage  tanks  and wa te r
dis tribution s ys te m for the  propos e d wa te r s ys te m is s ue d by Ma ricopa  County
Environme nta l S e rvice s  De pa rtme nt ("MCES D") or Arizona  De pa rtme nt of
Environme nta l Qua lity ("ADEQ") within two ye a rs  of the  e ffe ctive  da te  of the
fina l decis ion and order issued pursuant to this  Applica tion.

111. Wastewater Services

Balte rra  Sewer Co. will be  the  sewer provider for this  requested a rea .

IV. Ma ric o p a County
Compliance

Environmental Services Department ("MCESD")

Sta ff rece ived compliance  s ta tus  reports  from MCESD. Summaries  of the  reports
a re  lis ted be low:

3 WUGT projects each well that could produce a 500 GPM ground water.
4 Based on the data from the surrounding area, WUGT expects that the groundwater from the proposed
well will exceed arsenic and fluoride standards. Therefore, WUGT proposed to install a treatment plant
before the initial water qualities have been tested.
5 The reservoir will be part of a 2.8-million gallons storage tank system at build out, however WUGT plans
to install a l million gallon storage tank initially.
6 WUGT estimates 2,770 customers in the Balterra Development area within five years.
7 Parcel Number APN #506-35-024.



Compliance
status

compliance compliance compliance compliance compliance compliance N/A N/A

Date
received
MCESD
report)

2/21/07 3/21/07 4/11/07 3/21/07 3/28/07 3/20/07 N/A N/A
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MCESD ha s  de te rmine d tha t a ll WUGT's  re gula te d sys te ms  a re  de live ring wa te r
tha t me e ts  the  wa te r qua lity s ta nda rds  re quire d by Arizona  Adminis tra tive  Code ,
Title  18, Chapte r 4.

v. Arizona Department of Water Resources ("ADWR") Compliance

W UG T is  lo c a te d  in  th e  P h o e n ix Ac tive  Ma n a g e me n t Are a  ("AMA"),  a s
de s igna te d by ADWR. ADWR ha s  indica te d tha t WUGT is  in complia nce  with
the  Phoenix AMA requirements . WUGT is  in the  process  of prepa ring an ADWR
De s igna tion of As s ure d Wa te r S upply a pplica tions . S ta ff re comme nds  tha t
WUGT file  with Docke t Control, a s  a  complia nce  ite m in this  s a me  docke t, a
copy of ADWR's  De s igna tion of As s ure d Wa te r S upply, s ta ting tha t the re  is
a de qua te  wa te r for the  a re a  be ing re que s te d, by July 31, 2009 a nd/or a  copy of
De ve lope r's  Ce rtifica te  of As s ure d Wa te r S upply from the  De ve lope r in  the
requested area  by July 31, 2009.

VI. Arizona Corporation Commission ("ACC") Compliance

Acco rd in g  to  th e  Utilitie s  Divis io n  Co mp lia n ce  S e c tio n , G T h a s
de linquent ACC compliance  issues .

no

VII. Other Is s ues

A. Ars enic

(a) Existing Systems

Ars e nic le ve ls  in a ll e xis ting s ys te ms  e xce pt the  Dixie  s ys te m e xce e d the  ne w
a rs e nic s ta nda rd of 10 pg/1. The re fore , WUGT mus t bring a ll four re gula te d
s ys te ms  into complia nce  with ne w a rs e nic s ta nda rd by De ce mbe r 31, 2007.
MCES D ha s  only is sue d a n ATC for the  a rs e nic re mova l pla nt for the  WP E #6

s In Docket No.W-02450A-06-0626, WUGT indicated that the Company would be requesting a
Designation of Assured Water Supply.
9 Systems with arsenic levels above the new standard include the B&D/Buckeye Ranch system, Rose View
system, Sunshine system, WPE #6 system, Tuft WPE #7 system and WPE #1 system. However, only
B&D/Buckeye Ranch system, Rose View system, Sunshine system and WPE #6 system will be enforced
new arsenic standards at present time.
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system. S ta ff re comme nds  the  WUGT file  with  the  Commis s ion 's  Docke t
Control docume nts  s howing tha t the  a rs e nic re mova l pla ns  for the  re ma ining
sys tems  (including point of use , blending and centra lized tre a tment), have  been
approved by MCESD by December 31, 2007. S ta ff furthe r recommends  tha t the
Compa ny file  by Ma rch  31 , 2008 , with  the  Commis s ion 's  Docke t Con tro l,
docume nts  showing tha t a ll its  e xis ting sys te ms  a re  in complia nce  with the  ne w
arsenic standard.

(b) Proposed water system

WUGT s ta te s  tha t a n Arse nic Activa te d Alumina  sys te m followe d by a  gra nula r
fenic hydroxide  ("GOGH") will be  ins ta lled a s  pa rt of the  proposed wa te r sys tem.
The backwash water from the  proposed trea tment plant will be  trea ted by a  reverse
osmos is  unit to re duce  the  wa s te  wa te r volume  be fore  disposa l. The  fina l wa s te
wa te r will be  dis pos e d of in a n on~s ite , line d, 0.6 a cre  e va pora tion pond. An
Aquife r P rote ction P e rmit ("AP P ") will be  re quire d for this  wa s te  wa te r dis pos a l
s ys te m. WUGT ha s  s ta te d tha t ADEQ will re quire  a  ge ne ra l AP P  for the  ne w
s ys te m, a nd WUGT s hould ha ve  its  Notice  of Inte nt ("NOI") within two months
of s ubmitting  its  AP P  a pplica tion  to  ADEQ. S ta ff re comme nds  tha t WUGT
submit to the  Commiss ion's  Docke t Control a  copy of the  AP P  is sue d by ADEQ
for the  propose d tre a tme nt pla nt within e ighte e n months  of the  e ffe ctive  da te  of
the  fina l decis ion and order issued pursuant to this  Applica tion.

B. Cu rta ilme n t Ta riff

GT has  an approved Curta ilment Ta riff tha t ha s  been in e ffect s ince  Janua ry
26, 2005 I

c. Cross Connection/Baekflow Tariff

WUGT doe s  not ha ve  a n a pprove d Cros s  Conne ction/Ba ckflow Ta riff. S ta ff
re comme nds  tha t WUGT file  its  Cros s  Conne ction/Ba ckflow Ta riff with  the
Commis s ion's  Docke t Control within 45 da ys  of the  e ffe ctive  da te  of the  fina l
de cis ion a nd orde r is s ue d purs ua nt to this  Applica tion for s ta ff's  re vie w a nd
ce rtifica tion.

S ta ff furthe r re comme nds  tha t the  ta riff s ha ll ge ne ra lly conform to the  s a mple
ta riff found on the  Commis s ion's  we b s ite  a t www.azcc.gov. S ta ff recognizes
tha t the  Compa ny ma y ne e d to ma ke  minor modifica tions  a ccording to the ir
spe cific ma na ge me nt, ope ra tiona l, a nd de s ign re quire me nts  a s  ne ce s sa ry a nd
appropria te .



NARUC
Account

Des cription Company's cost
estimate ($)

303 Land and Land Rights 15,6111
304 0Structures & I movements 432,750

307
Two we lls  (with  p roduc tion  ra te  o f 500
GPM per well)

654,5452

311 Pumping Equipment 865,500
320 Arsenic/fluoride trea tment plant 652,7134
330 One 1-M gallon s torage tank 341,575

331

Transmission & Mains
22,261 ' of 8" pipes ($26.38/ft)
6,760' of 12" pipes ($37.13/ft)
3,155' of 16" pipes ($58.33/ft)
458' of24" pipes ($148.95/ft)

587,325
251,000
184,060
68,220

355 On-site generator 144,250
380 Wastewater treatment/disposal plant 261,8185
335 Fire Hydrants  (65 units ) 162,500

To ta l 4,621,867
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D. Estimated Construction Cost

The Company's  cost es timates  a re  lis ted in the  table  be low:

Note: 1. WUGT estimates a 0.918 acre site will be needed.
2. Reflects Company's estimate of the initial five year period expenditures to service the

extension area. WUGT has estimated at build out it will cost $3,000,000 to serve the
entire Balterra Development area and $1,309,091 to serve the extension area.

3. Reflects Company's estimate of the initial five year period expenditures to service the
extension area. WUGT has estimated at build out it will cost $2,805,750 to serve the
entire Balterra Development area and $1,224,327 to serve the extension area.

4. Reflects Company's estimate of the initial five year period expenditures to service the
extension area. WUGT has estimated at build out it will cost $3,294,000 to serve the
entire Balterra Development area and $1,437,381 to serve the extension area.

5. Reflects Company's estimate of the initial five year period expenditures to service the
extension area. WUGT has estimated at build out it will cost $1,321,300 to serve the
entire Balterra Development area and $576,576 to serve the extension area.

The  Compa ny e s tima te d tota l cos t is  $4,621,867 to s e rve  the  e xte ns ion a re a
during the  initia l five  ye a r pe riod. S ta ff conclude s  tha t the  Compa ny's  e s tima te s
of the  initia l five  yea r pe riod expenditures  a re  reasonable  and appropria te  for this
proje ct. Howe ve r, a pprova l of th is C C &N a pplica tion  doe s  not imply a ny
pa rticula r future  tre a tme nt for ra te  ba se . No "use d a nd use ful" de te rmina tion of
the  proposed plant in service  was made, and no conclusions should be  inferred for
future  ra te  malting or ra te  base purposes.
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VIII.  S u m m a r y

1 . Conclus ions

GT has no outstanding ACC compliance  issues.

GT i s  i n
requirements .

c o m p lia n c e  with  ADW R  m o n ito rin g  a n d  re p o rtin g

MCES D ha s  de te rmine d tha t a ll WUGT's  re gula te d sys te ms  a re  de live ring
wa te r th a t me e ts  th e  wa te r q u a lity s ta n d a rd s  re q u ire d  b y Ariz o n a
Adminis tra tive  Code , Title  18, Chapte r 4.

S ta ff concludes  tha t the  e s tima ted cos ts  of the  new sys tem a re  rea sonable
a nd a ppropria te  for this  proje ct. The  a pprova l of this  CC&N a pplica tion
doe s  not imply a ny pa rticula r future  tre a tme nt for ra te  ba se . No "use d a nd
us e ful" de te rmina tion of the  propos e d pla nt in s e rvice  wa s  ma de , a nd no
conclusions should be  inferred for future  ra te  making or ra te  base  purposes.

Balte rra  Sewer Co. will be  the  sewer provider for the  requested a rea .

11. Recommendations

S ta ff re comme nds  tha t WUGT ta ke  a ction to corre ct the  production a nd
s tora ge  proble m in the  Dixie  S ys te m. S ta ff furthe r re comme nds  tha t the
Commis s ion not a pprove  a ny ne w Ma in Exte ns ion Agre e me nts  or CC&N
e xte ns ions  involving the  Dixie  S ys te m until WUGT de mons tra te s to S ta ff
that it has corrected the  inadequate  storage and production problems.

S ta ff re comme nds  tha t WUGT submit to the  Commiss ion's  Docke t Control
S e ction a  copy of the  Ce rtifica te s  of Approva l of Cons truction ("AOC") for
wa te r source /trea tment plant/s torage  tanks  and wa te r dis tribution sys tem for
the  propos e d s ys te m is s ue d by MCES D or ADEQ within two ye a rs  of the
e ffe c tive  da te  o f the  fina l de c is ion  a nd  o rde r is s ue d  purs ua n t to  th is
Applica tion.

3. S ta ff re comme nds  tha t WUGT file  with Docke t Control, a s  a  complia nce
ite m in this  sa me  docke t, a  copy of ADWR's  De s igna tion of Assure d Wa te r
Supply s ta ting tha t the re  is  a de qua te  wa te r for the  a re a  be ing re que s te d by
J uly 31, 2009 a nd/or a  copy of De ve lope r's  Ce rtifica te  of As s ure d Wa te r
Supply from the  Developer in the  requested area  by July 31, 2009.

2.

4.

3.

1 .

5.

2.

1.

4. Sta ff recommends  the GT file  with the  Commis s ion 's  Docke t Control
documents  showing tha t the  a rsenic removal plans  for the  remaining systems
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(including point of us e , ble nding a nd ce ntra lize d tre a tme nt), ha ve  be e n
approved by MCESD by December 31, 2007. S ta ff further recommends tha t
the  Compa ny file  by Ma rch  31 , 2008 , with  the  Commis s ion 's  Docke t
Control, docume nts  showing tha t a ll its  e xis ting sys te ms  a re  in complia nce
with the  new arsenic s tandard.

S ta ff re comme nds  tha t WUGT file  its  Cros s  Conne ction/Ba ckflow Ta riff
with the  Commiss ion's  Docke t Control within 45 days  of the  e ffective  da te  of
the  fina l de cis ion a nd orde r is s ue d purs ua nt to this  Applica tion for s ta ff's
re vie w a nd ce rtifica tion. S ta ff furthe r re comme nds  tha t the  ta riff s ha ll
genera lly conform to the  sample  ta riff found on the  Commiss ion's  web s ite  a t
www.azcc.gov. S ta ff recognizes  tha t the  Company may need to make  minor
modifica tions  a ccording to  the ir s pe cific ma na ge me nt, ope ra tiona l, a nd
design requirements as necessary and appropriate .

5.

6. S ta ff re comme nds  tha t WUGT submit to the  Commiss ion's  Docke t Control
S e ction a  copy of its  AP P  for the  propos e d a rs e nic tre a tme nt pla nt for the
reques ted a rea  is sued by ADEQ pursuant to this  Applica tion within e ighteen
months  of the  e ffective  da te  of the  fina l decis ion and order issued pursuant to
this  Applica tion.


